ENGINEERING CLARIFICATION

EC TITLE: Facility 100 Lab Sink EC NO.: 82
PROJECT: 3 Kings Water Treatment Plant DATE: 11/23/2020
STATUS: Open

SECTION 1: BY CONTRACTOR

QUESTION:

1. Based on RFI-124 the Lab Sink Manufactuer cannot provide a sample sink with the
dimensions shown in the construction drawings and specifications.
2. Sample sink draft tower fixture to be provided per Owner direction.

DRAWING NO.: 100-A-4001 ARCHITECTURAL - FACILITY POTENTIAL COST IMPACT:
100 - ENLARGED PLAN - LAB
SPECIFICATION SECTION: POTENTIAL SCHEDULE IMPACT:

PROPOSED SOLUTION:

1. Update drawings to reflect available stock sinks from Manufacturer.
2. Update drawings to reflect custom sample sink fixture.

COMMENTS:
INITIATOR: Rasmussen, Mitchell PRIORITY: Normal
REQUESTED RESPONSE DATE: 12/7/2020
SECTION 2: BY REVIEWER
RESPONSE:

1. The sample sink shall be resized based on available sinks from the manufacturer.

¢ Provide 43-inch long sample sink that is a single compartment epoxy resin type sink as
specified. Durcon and Prime Industries both offer a catalog option undermount epoxy resin
sink with 43-inch length, 15-inch width, and 11-inch depth (Durcon U71, or Prime P71).
See Engineering Clarification 82 drawings for further detail.

2. The sample lines routed to the lab from vairous locations throughout the treatment plant shall
be field routed to a custom sample tap fixture that is to be procured from Micro-Matic, please see
Engineering Clarification drawings for further detail.

e Provide custom deck mounted Micro-Matic Biergarten U 12-Faucet Draft Tower. Model
CSTM 12P BG U Tower - AC-11467

* Design intent is for the draft tower faucets to be located 1" North of the sample sink drain
and for the draft tower to be centered in the east/west direction on the sink. Locate
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ENGINEERING CLARIFICATION

penetrations in the laboratory casework to meet this intent.
¢ Field route sample lines from the termination point shown on drawing 100-D-3001 to
the connections on sample tap fixture. Ensure samples are routed to the fixture in the

order called for in note 3 on drawing 100-D-3001.

COMMENTS:

REVIEWED BY: REVIEWED DATE:
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(x) SHEET KEYNOTES

:

GENERAL SHEET NOTES

CHEMICAL RESISTANT PLAM CABINETS, SEE
DESIGN DETAIL 1235-051

FOR GENERAL ARCHITECTURAL NOTES, MATERIAL
SYMBOLS, LEGENDS, SEE DRAWING 001-GA-0001.

2. EPOXY RESIN COUNTERS, SEE DESIGN DETAILS FOR WALL TYPES, SEE DRAWINGS 001-GA-0002 AND
9'-4" L3 1235-051 AND 1235-052 001-GA-0003.
OPEN UNDERNEATH FOR COOLER STORAGE NOTE 37 3.  ADJUSTABLE CHAIR, DESK HEIGHT FOR BUILDING CODE DATA AND LIFE SAFETY PLAN,
SEE DRAWING 001-GA-0004. DIGITALLY SIGNED:
4.  ADJUSTABLE STOOL, COUNTER HEIGHT 02/10/2020
CASEWORK IS SHOWN TO SCALE. PROVIDE
5.  EPOXY RESIN SAMPLE SINK, 43-INCH X 15-INCH OUTSIDE CABINETS AND FURNISHINGS DIMENSIONS AS g S
I L DIM, 11-INCH DEPTH. DURCON MODEL U71C, PRIME DRAWN OR AS INDICATED. Nla <
Bl [ INDUSTRIES MODEL P-71, "OR EQUAL". < (%
| LABORATORY CASEWORK, FIXTURES AND o] o
.o | 6.  ACID AND FLAMMABLE STORAGE CABINET ACCESSORIES ARE SPECIFIED IN SECTION 12 35 53. o | @
Q1> | @ INTEGRAL TO FUME HOOD, 12 35 53 2.03
N | FOR MATERIALS AND FINISHES REFER TO COLOR
| @ 7. COUNTERTOP AND LOWER CABINETS, TYP EXCEPT LIST AND INTERIOR FINISH SCHEDULE ON
| . WHERE NOTED 100-A-6001, 100-A-6002 AND 100-A-6005. o
F2 o
/_@ 8.  WORKSTATION FOR ELECTRICAL RACEWAY AND BOXES, SEE <
| SPECIFICATION SECTION 26 05 33. L
@ | 9. COAT HOOK, CHK, 12 35 53 2.10 Z
<
. r———1 | e : 10. DRAIN RACK, DRK, SEE DESIGN DETAIL 1153-061 3,
: | : A
> - | 11.  EYEWASH, EWH-1, 12 35 53 2.07
: / o 100-A-4002 | /_® 100-A-4002
| 12.  DUCTLESS FUME HOOD, FHD-1, 12 35 53 2.03 WITH 2
: \@ BUILT-IN COLD WATER VALVE N
| o> |0
L _ | | 13.  LAB WATER SYSTEM PRETREATMENT, LWS-2, = W=
12 35 53 2-10 o) 74
| = =5
y 14. KNEE SPACE, KSC 2 «
\@ 15.  AIR GAP, LP-1, 12 35 53 2.09 %
O
\0 16. DECK MOUNTED MIXING FAUCET, LP-2, 12 35 53 2.09 Q
N . T
N ] i I - 17. CUSTOM DECK MOUNTED MICRO-MATIC BIERGARTEN U m %
) S—? 12-FAUCET DRAFT TOWER. MODEL CSTM 12P BG U Z
& 5 © TOWER - AC-114677 0 z
: 100-A-4002 L n
| 18. SINGLE PEDESTAL VACUUM COCK, LP-4, 12 35 53 = @
A 2.09 S " 5
19. LABORATORY EPOXY RESIN SINK, LSK-1, 12 35 53 Q15
2.09 =
— Z
20. LABORATORY CUP SINK, LSK-2, 12 35 53 2.05 =12 3
(|
=~f@ 21. DEIONIZED LAB WATER SYSTEM, LWS-1, REFER TO
- gr.om 60" 12 35 53 2.10
= 22, PAPER TOWEL DISPENSER, PTD, 12 3553 2.10 F:
Uz
@ 23. REFRIGERATOR, REF, 12 35 53 2.10 Z5 c 5
‘5‘5& g » E
" .\ 24. SAFETY EYEWEAR HOLDER, SEH, 12 35 53 2.10 Egg 53 § S
! SSE 82 — 5 <
™~ F1 25. SAFETY SHOWER OVER FLOOR DRAIN TO INCLUDE 82§ £ ° § S
ALARM SYSTEM, SSR-1, 12 35 53 2.08 I e T
Cigi| £ 5 2
26. SERVICE CHASE, SCS >z8 28 a S <
<<5838 E = &
27.  VACUUM PUMP CABINET, VPP, SEE DESIGN DETAIL y % > &
1235-101 - o O
W sz | ¢ %
- 28. WALL CASE (SLIDING GLASS DOORS), WCS, SEE oy iii @ a
DESIGN DETAIL 1235-051 388
i ] T i::
S} 29. FIRST AID KIT, FAK, 12 35 53 2.10 (LOCATION TO BE Beh
@ - | COORDINATED WITH LAB STAFF) L ggg
e N e QOZE
30. LAB FIRE EXTINGUISHER, LFE, 12 3553 2.10 N et
F1 | ——
- 31. FIRE BLANKET, FBT, 12 35 53 2.10 (LOCATION TO BE
C7 COORDINATED WITH LAB STAFF)
| C9 32, SPILL KIT, SKT (LOCATION TO BE COORDINATED
i 14" 6'-0" WITH LAB STAFF), 12 35 53 2.10
E N LARG E D F) LAN - LAB | 15'-4" 33. REAGENT SHELF , SEE DESIGN DETAIL 1235-110 e I
1 1/2"=1'-0" 34. FLOOR DRAIN, SEE PLUMBING DRAWINGS o <ZE
100-A-2002 35. FLASKWASHER, FWR, 12 3553 2.10 = ‘C—) i
100-A-2004 o
36. FAUCETS ON CUSTOM DECK MOUNTED SAMPLE TOWER 5 >- D Cﬂ
FIXTURE TO BE LOCATED 1-INCH NORTH OF THE | I: |_|J <E
SAMPLE SINK DRAIN. THE TOWER FIXTURE SHALL BE = — (D i |
CENTERED EAST/WEST ON THE SAMPLE SINK. LOCATE u 5 e~
PENETRATIONS FOR SAMPLE TOWER AS NEEDED TO o O D:
MEET THIS INTENT. < < <
L
LABORATORY ABBREVIATIONS IEM  DESCRIPHON oLy Cste ] Bt s | &
FVM FACE VELOCITY MONITOR PLAM PLASTIC LAMINATE q NEEDED TO MEET THIS INTENT.
FWR FLASK WASHER PTD PAPER TOWEL DISPENSER (15"x11"x4") q
ITEM DESCRIPTION GFClI GROUND FAULT CIRCUIT INTERRUPTER REF REFRIGERATOR, NIC (
AFF ABOVE FINISHED FLOOR KSC KNEE SPACE SCB SPLASH CURB q
CCL COMPUTER CABLE LE-1 MULTI-OUTLET ASSEMBLY (PLUG MOLD), GFCI PROTECTED SCS SERVICE CHASE q A
CFM CUBIC FEET PER MINUTE LE-2 110V 2 DUPLEX RECEPTACLE SEH SAFETY EYEWEAR HOLDER (|
CHK COAT HOOK LE-3 DESIGNATED ELECTRICAL CIRCUIT SKT SPILL KIT q
CPL CLOSURE PANEL FOR CANOPY AND/OR FUME HOODS LFE LAB FIRE EXTINGUISHER SPD SOAP DISPENSER
DRK DRAIN RACK LP-1 AIR GAP FOR GWR SSR/EWH/FDN SAFETY SHOWER/OVER
EPOXY EPOXY RESIN (COUNTER TOP) LP-2 HOT/COLD WATER (MIXING FAUCET) (DECK) FLOOR DRAIN
EWH-1 EYEWASH LP-3 COLD WATER (DECK) SST STAINLESS STEEL VERIFY SCALE
EQ EQUAL DISTANCE LP-4 VACUUM (SINGLE DECK) SWH SWITCH (ELECTRIC) S ———
F-CW FUME HOOD COLD WATER (BUILT-IN VALVE) LSK-1 LAB SINGLE EPOXY RESIN SINK (21-1/2"x15-1/2") TJK TELEPHONE JACK ORIGINAL DRAWING.
FAK FIRST AID KIT S mrr R ABSINGLE ERPOXY CUP SINK (6'%3" OVAL) TYP TYPICAL o I
FDR FILE DRAWER ESH3 SAPEE-SNE UNO UNLESS NOTED OTHERWISE DATE 02/10/2020
FHD-1 FUME HOOD (4' x 30") VAC VACUUM
FBT FIRE BLANKET LWS-1 LAB WATER SYSTEM VPP VACUUM PUMP PROJ 694342
FLT FLUORESCENT LIGHT LWS-2 LAB WATER SYSTEM SOFTENER WCS WALL CASE (SLIDING GLASS DOORS) DWG 100-A-4001
FPL FILLER PANEL PBD PULLBOARD SHEET 86 of 911
$PWURL $PWPATH FILENAME: 100-A-4001_694342.dgn PLOT DATE: 2020\01\31 PLOT TIME: 7:23:32 AM
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CUSTOM DECK MOUNTED MICRO-MATIC BIERGARTEN U
12-FAUCET DRAFT TOWER. MODEL CSTM 12P BG U
TOWER - AC-114677

EPOXY RESIN SAMPLE SINK, 43-INCH X 15-INCH OUTSIDE
DIM, 11-INCH DEPTH. DURCON MODEL U71C, PRIME
INDUSTRIES MODEL P-71, "OR EQUAL".
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